




















ISS 5, SECTION 508-100-100

Fig. 11-3-Wire Extension of Branch Circuit to Booth By Means of Power Cord
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SECTION 508-100-100

TO POWER
COMPANY

SECONDARY

SERVICE
EQUIPMENT

r--------,
I 15AMP I
I CIRCU~T.I BLACK
: BR~ER ! WHITE

I GREEN

I,
I,

\ \- - - - - .- - - - - - - - - - - - - - -- ..... _--------­'- - - - _. .:..- - - - - - - - - - - - - - - - ----------

JUNCTION
BOX

II

Ii

Fig. 12-3-Wire Extension of Branch Circuit to Mounting By Means of Metal Conduit
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ISS 5, SECTION 508-100-100

3- WIRE POWER CABLE

TELEPHONE
DROP WIRE

25 FEET
(MAXIMUM)

KS-19426.L39 MAST

TO POWER
COMPANY

SECONDARY

SERVICE
EQUIPMENT

r-iiAMP-l
I CtRCU~TBLACK
I BR~ER WHITE'

GREEN

CAUTION:
OBSERVE MINIMUM CLEARANCES, BETWEEN POWER CABLE AND
TELEPHONE DROP WIRE, SEE SECTION 460-300-149

@

TELEPHONE
GROUND ROD

Fig- 13-3-Wire Extension of Branch Circuit to Mounting By Means of 3-Wire Cable
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TO
POWER(

COMPANYl:
SECONDARY

ISS 5 I SECTION 508-100-100

RECEPTACLE
(IN MOUNTING)

SERVICE
EQUIPMENTr------..,

I cI15R~~~PTI BLACK
: BREAKER I WHITE

I ~ GREEN
'-----n-­-----u-.....

GROUND·CONDUCTOR

Fig. 14-Enclosure Located·On or Within Same Building as Branch Circuit
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SECTION 508-100-100

CIRCUIT BREAKER
HEINEMAN ELECTRIC CO.
NO. 0912

GREEN COLORED TERMINAL

SILVER COLORED TERMINAL

BLACK
(12 GAUGE OR LARGER)

BLACK] 12 GAUGE OR LARGER

~---+--1Ioh1--_ WHITE

6 GAUGE OR LARGER

MOUNTING BRACKET

POWER TO SECONDARY
"'----+---f'f--- (FROM EITHER TOP OR

BOTTOM OF POST)

TO POWER GROUND ROD

A. POWER SOURCE DIRECTLY FROM POWER CO. SECONDARY

BRASS COLORED TERMINAL

GROUNDING LUG

INSERT BOX GROUNDING
SCREW (ON PAPER CARD)
IN HOLE AND TIGHTEN

3-WIRE GROUNDING DUPLEX
RECEPTACLE (WITH GROUNDING
SCREW AS AN INTEGRAL PART
OF GROUND STRAP)

WHITE
(12 GAUGE OR LARGER)

KS-19426, L17 CIRCUIT
BREAKER ENCLOSURE
(COVER REMOVED)

BOX AND RECEPTACLE
(PLATE REMOVED)

GREEN
(12 GAUGE OR LARGER) -----I4--U-I._--I:lIoI

GROUND WIRE
(12 GAUGE OR LARGER,
IF REQUIRED)

Fig. 15-.KS-20842, List 40 (A&M Only), 41 (A&M Only), 43 (A&M Only), 141, or 143 Post, Electrical
Wiring and Grounding Requirements (Sheet 1 of 2).
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ISS 5, SECTION, 508-100-100

BRASS COLORED TERMINAL

BLACK
(12 GAUGE OR LARGER)

GREEN COLORED TERMINAL

GREEN
(12 GAUGE OR LARGER)

t:lflEt+-t-4~-_ SILVER COLORED TERMINAL

WHITE
(12 GAUGE OR LARGER)

BOX AND RECEPTACLE
(PLATE REMOVED)

~~---~++--------- 3-WIRE EXTENSION OF
BRANCH CIRCUIT CABLE OR
KS-20842, LIST 25 POWER
CORD. (CABLE FROM EITHER
TOP OR BOTTOM OF POST.
L25 CORD FROM TOP OF
POST ONLY.)

MOUNTING BRACKET

GROUNDING LUG

S GAUGE OR LARGER

TO TELEPHONE GROUND ROD

B. BRANCH CIRCUIT (INCLUDING LIST 25 POWER CORD)

Fig. 15---.KS.20842, List 40 (A&M Only), 41 (A&M Only), 43 (A&M Only), 141, or 143 Post, Electrical
Wiring and Grounding Requirements (Sheet· 2 of 2).
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· SECTION 508·100-100

NOTE: FOR BACK-TO-BACK
INSTALLATION, USE
128A1A-2 OR
128E1A-2 PROTECTOR
AND RUN GROUND WIRE
AS SHOWN.

GROUND WIRE
(12 GUAGE OR
LARGER, SEE
NOTE)

,..--~++-- TO TELEPHONE SET

123A1A OR 123E1A
PROTECTOR
(SEE NOTE)

GROUNDING SCREW

TELEPHONE CABLE -~J-------J~---'

(FROM EITHER TOP OR
BOTTOM OF POST)

Fig~ 16-.K5.20842, List 40 (A&M Only), 41 (A&M Only), 42 (A&M Only), 43 (A&M Only), 1.41., or 143
Post Telephone Wiring and Grounding Requirements.
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ISS 5, SECTION 508-100-100

A. TELEPHONE WIRING &GROUNDING REQUIREMENTS

GREEN
COLORED
TERMINAL

MOUNTING
SCREW FOR
LOWER BOX
LID

LIST 42 OR
45 MOUNTING

BRASS
COLORED
TERMINAL

MOUNTING
HOLE

'--..J.-.._ 3-WIRE EXTENSION
OF BRANCH CIRCUIT
CABLE OR KS-20842
LIST 25 POWER
CORD (CABLE FROM
EITHER TOP OR
BOTTOM OF
MOUNTING. LIST 25
CORD FROM TOP OF

nrt-t-----~I-- ~MOUNTING ONLY.)

LOWER
BOX LID

3-WIRE GROUNDING
SINGLE RECEPTACLE,
WITH GROUNDING
SCREEN AS AN
INTEGRAL PART OF
GROUND STRAP.
(REAR VIEW SHOWN.)

B. ELECTRICAL WIRING &GROUNDING
REQUIREMENTS - BRANCH CIRCUIT

12 GAUGE
OR LARGEK---BEII-----BlI

SILVER
COLORED
TERMINAL

o

\

I

'J

GREEN
YELLOW

--ir-----------
II,I,I,I

TO
TELEPHONE SET - .........._-

GROUNDING
SCREW

BOTTOM COVER

GROUND WIRE
12 GAUGE OR
LARGER

PROTECTOR POSITION
ON LIST 42
MOUNTING

TELEPHONE CABLE
(FROM EITHER TOP
OR BOTTOM OF
MOUNTING )I --+~..J

123A1A OR 123E1A
PROTECTOR
(POSITION ON
LIST 45 MOUNTING)

Fig. 17-.KS-20842, List 42 or 45 Mounting Wiring and Grounding Requirements.
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